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Abstract

This report assembles models for the response of a wire interacting with a conducting ground to an
electromagnetic pulse excitation. The cases of an infinite wire above the ground as well as resting on the
ground and buried beneath the ground are treated. The focus is on the characteristics and propagation of
the transmission line mode. Approximations are used to simplify the description and formulas are obtained
for the current. The semi-infinite case, where the short circuit current can be nearly twice that of the
infinite line, is also examined.
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Long Line Coupling Models

1 INTRODUCTION

The purpose of this report is to provide results for the current on long conductors interacting with a
conducting ground when excited by an electromagnetic pulse (EMP).

The original treatment of a wire above a conducting ground was by Carson [1] who found the formula
for the ground impedance at low frequencies. Sunde [2] provided many contributions to this problem
including approximations for the ground admittance and approximations for buried insulated conductors
which are used in this report. Wait [3], [4] provided the exact solution of a filament above a conductive
ground. Many calculations based on Wait’s solution have been made including multiple wire modes, high
frequency modes, and buried wires [5]. The angle of incidence which produces a maximum current has also
been the subject much previous work [6], [7].

We focus on the transmission line mode of an infinite insulated wire in this report. The emphasis is
on obtaining simple results for the current when the wire is either above, below, or resting on the ground.
First, existing results for an insulated antenna [8], or deeply buried wire, are discussed. The complete
transmission line approximation [8], which yields explicit expressions for the transmission line parameters,
is reviewed and forms the basic approach in the report.

Next, an approximation for the transmission line impedance per unit length [9] is recounted and its
meaning with respect to the approach of the wire to the ground is discussed.

The next few sections are concerned with obtaining the admittance per unit length, particularly as
the insulated wire approaches the ground. A static solution to an insulated filament resting on the ground
[10] is reviewed. This result in combination with a multipole approach are used to concoct a fit for the
capacitance per unit length of an insulated wire above an electrically dense ground which is taken in series
with the ground admittance. Wait’s solution is examined and compared to an approximation for the
ground admittance suggested by Sunde. An image is introduced to account for the transition of the buried
admittance from the surface to a deeply buried situation.

The scattering solution for the filament current in terms of Wait’s parameters is given (the inverse
transform of this result will be compared to the transmission line result, without wire insulation, to gauge
the accuracy of the transmission line model).

Next the plane wave excitation is introduced and the inverse transform is taken to obtain the current on
the wire as a function of time. The Bell labs EMP waveform [11] is used for excitation. Some approximate
formulas based on an averaging approximation are also given and compared to the numerical values. The
semi-infinite case is also considered.

Reference works on EMP coupling to long lines along with many references can be found in [12], [13],
and [14]. Corona [15], [16] and other nonlinear breakdown effects are not included in this report.

2 BURIED WIRE OR INSULATED ANTENNA

The case where the wire is buried deeply compared to the skin depth uses the transmission line model
associated with the insulated antenna [8]. The current in the transmission line mode, driven by a delta



function voltage V', has the form

The propagation wavenumber kj, is found from the transcendental equation [8]

H(()l) (b§4) fiok3
554H£1) (€40) pak3

54:\/7‘72*]6%

flkp) =€ (k3 — k7 )In(b/a) =0

The characteristic impedance is

-1
o=
drwes

f (kL)

2.1 Complete Transmission Line Theory

The most convenient approximate form is the “complete transmission line theory” with impedance per
unit length [8], [12], [13]

Z =1Zy+ 2y
Z2 = 77:(4.)[12
h:%mww

Z4:—mwgﬁ”wmpﬂmme9Nmm
and admittance per unit length

VY
et Y,

ng = —iwC’Q
Cy =2mez/In(b/a)

Yy = —i2m (wey + iog) kabH " (kyb) JH (kyb)
where the subscript 2 refers to the wire insulation properties for a < p < b and the subscript 4 refers to the
ground properties.
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3 WIRE ABOVE GROUND

The case where the wire is above the ground is now considered. An approximate cylindrical model that
is often used for a wire of radius b with a height h above the ground is [9]

Zy ~ —iwpy HY (kah) ) |27kahHY (kyh)

along with the above the ground term

Zy = —iw%Arccosh (h/b)
m
where

Z =Zly+ 2y
If we assume that all materials are nonmagnetic o = 1y, = iy = 47 x 10~7 H/m it seems reasonable to take

YA Z() + Zg + Z4
where

Zy = —iwg—OArccosh (h/b) , h>b
™
=0,h<b

Zy = —iwg—;; In (b/a)

Zy ~ —iwpgHY (keh) / {2wk4thl> (k4h)} L h>D

~ —iwpgHY (kab) / [27rk4bH1(1) (k4b)} Ch<b
It is surprising that the losses for the half space (when the wire is resting on the surface h = b) are the
same as for the full space. However the plots in [9] appear to indicate this is indeed the case. Apparently
the magnetic field on the interface extends out beyond a skin depth in such a way as to develop the same
amount of loss as in the fully buried case.

The admittance is somewhat more difficult to approximate because the electric field definitely
experiences discontinuities at the material boundaries as illustrated in Figure 1. Here we will simply concoct
a function based on the form for the impedance. Thus we take

Vi ~ —i2n (wes + iog) kahHY (kyh) JHSY (kah) , ho> b

~ —i2m (wey + i0y) ksbH (kyb) JHSY (kab) | b < b
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Figure 1. Tlustration of electric and magnetic fields surrounding insulated wire resting on nonmagnetic

earth.
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7iw27'r60

Yy=——— _ h>D
O™ Arccosh (h/b)’ ~

=o0,h<b
Yo = —iw2mes/1In (b/a)

1/Y =1/Yo+1/Y2+1/Y;
The question is how the admittances should be modified when the wire is near the interface. This will be
considered in the following sections.

4 STATIC CALCULATIONS

The static electric field is found from

E=-V¢ (1)
where
V2= —p/e (2)
The solution for a line charge ¢ is
q
¢=—5—Infp—p|

q
1 2 /2 200 /
2511\/,0 +p ppCOS(gD QD)

4.1 Insulated Filament On Ground

The case of a filament resting on the ground has been solved [10]. The fields are given by (the line
charge ¢ is at the origin and the interface is at « = b, the radius of the cylindrical insulation)

q = n—1\" n+1\ "
Ey(2) = ey (1-A) ZAn*l l(z -b - ) + Agy <Z -b - ) ]
n=1

o] 1 —1
By(z) = —— 4+ 1 A04(1—A02)(1—A)ZA"1(z—bn+>
n=1

2meqz  2mes n

13



_1\t
E4 (Z) 271'54 (1—A04 ZA" 1<Z—bnn )

where

E=FE, —iFE
z=x+ 1wy
A = ApaApy
Bom : + ;Z

If we take the half space to be perfectly conducting €4 — oo and thus Agy — —1

> —1
d 4 2 n—1 n+1
2(2) 2meqz  2meq ( 02) n§:1 (—Ao2) (z b - )

The potential V is now found by integrating from the small filament radius a to the interface at b

/ Es, (2,0)d 27r = In (b/a)
q S n—1
+2775 (1- A%Q) Z (=Ap2)" "In(n+1—na/b)

The capacitance per unit length C' = ¢/V is therefore found as

In (b/a) 1 Ero— 1 ol e €ro — 1 n—t
1 = —" 1-— 1 1-— b
/e 2mey * 2mey { (51»2 +1 Z er2 +1 n(n+1-mnafb)

n=1

where

era =€2/€0

4.2 Multipole Moment Solution

The case where the wire is near or resting on the ground is now found by use of multipole expansions.
The case of a wire above ground (we take the source to be at z = 0 and the ground to be at x = h) gives
real g, and g,

:——1n|\+2 V90 Re (1/2")
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o

q ' (=b)" gn m
—1 — E ——— Re(l b
+27T€0 n ] — 2meo e(1/2) . |2l >

dr >

dr
—In_Re(z )——1n|z\+z D9 Re (1/2m)

2mwegb™
n=1 <o

oo —b n n
+Lln|z'| — Z uRe (1/2'™) , 2] < b

27‘(’80 =1 27T€0
or -
b/ P
¢ = 271'50 p) + E = cos (ny)
q / - (*b/p/)n In ’
| - - b
b ) = 3 cos g >
dr oo dr ’\ e
q 9 ®/p)" Gn
= — In (b 3
TEQ n(b)+ ; 2meq (b/p)" cos () 27r50 Z:: 2meg cos (o)
q / . (—b/p/)" In /
1 — E ~ 7 7 b
+27750 n(p) — 2meg cos (ng') , p <
where

<<

2 =x—2h+iy

=\/(z = 2h)* + y2 = \/p? — 4hpcos p + 4h?

¢’ = arctan (a: —y2h) = arctan (%)

= [w — arctan (%)} sgn (¢)

where the arctan in the final equation is taken to lie between 0 and +7/2 (if ¢ = 0 or 7 we take ¢’ = 7)

m/2<¢ <mor —w < <—7/2
Note that the potential on the ground plane is zero. Now setting the voltage equal to ¢ =V on p=a < b

15



gives

where

p' = /a2 — 4hacos ¢ + 4h?

acosp — 2h 2h — a cos
Continuity of the potential at p = b gives

¢’ = arctan (ﬂ> = |:7T — arctan (w)] sgn ()

/\

> dr

q gn
— In (b =
S+ 3 o)

[ r A [
E cos (nyp) E
1 1

Because this must hold over the entire circumference we can equate the summands

~

q=q"+7q

_dr ~
Next we equate the normal component of the displacement at p = b

—q— Y _ ngn cos (ng)

n=1

b(f?p’ > b 9p ¢’
T +Y n(=b/p)"g [ cos (np') + b5

sin (n ’]
2 7 op (ny’)

> oo
Z 81»29n cos (nyp) — er2q — Z NEr2Gn COS (NY)

n=1
S b o' N0
ner DV b
+q57“2 ’3 +n¥1n —b/p") gag{ " op cos (ny') + 29 sin (ny’)
where
op’
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oo —2hsin
Op  p? — 4hpcosp + 4h?

andon p=1>

p = \/b? — 4hbcos p + 4h?

bsin ¢ b|sin ¢|
! = arct ——— % )\=|x—arct 0t
¢’ = arctan (bcosgo—?h) I:’IT arc an(?h—bcosgp sgn ()

/
‘Z—” = (b—2hcos) //b2 — dhbcos o + 4h2
0

b(‘?_(p' B —2hbsin ¢
dp b2 —4hbcosp + 4h?

bOp' _ b(b—2hcosyp)
p' Op b2 — 4hbcosp + 4h?

If we truncate the series at n = N we have 2N + 2 unknowns (¢%", ¢, g,, and ¢97). The constant V is set

and g and g, are related by the above equations. If we match (3) and (4) at the points

p=mn/N, m=0,1,..,.N
we then have 2N + 2 equations in 2NV + 2 unknowns. The capacitance per unit length is found from

C=q/V
Thus we can take V' =1 and the capacitance per unit length is the charge per unit length.

21eoV = qIn (p'/a) — ¢ In (b/a)

+ > 90 {(b/a)" cos (n) — (=b/p')" cos (ng') } + D~ {(a/b)" = (b/a)"} gii" cos (np)

n=1 n=1
where

p' = /a2 — 4hacos ¢ + 4h?

o = [w — arctan (M)] sgn ()

2h — a cos

~

q=q"+7

gn = gflf +9n
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/

0=q(1—¢er2) = (1 —&r2)q— 8p

o0 o0 b a 12 /
Z (1 = €r2) gn cos (ny) Zn (1—&.2)(=b/p)"g [ P
n=1

oy’ . ,
———cos(ny')+b sin (n
2 o (ng') o (ng’)

oo
+eraq™ + Y 2ne,097" cos (np)
n=1
where

op

99 = (p — 2hcos ) //p* — 4hpcos @ + 4h?

9y —2h sin p
dp  p? —4hpcos  + 4h?
andon p=1>

o = \/b% — 4hbcos ¢ + 4h?

b|sin |
[ arcta <2h —bcosy sen (i)

/
%—Z = (b—hcosp) /\/b? — 2hbcos p + 4h?

b&p’ —2hbsin ¢
dp b2 —4hbcosp + 4h?

o Op b2 —4hbcosy + 4h2

b dp b(b—2hcosy)

Figure 2 shows a comparison of the multipole model, the filament model [10], and the formula (for
Er2 = ]-)

C/eg = 2m/Arccosh (h/a)

4.2.1 multipole moments for wire above dielectric ground problem

We replace the reflection coefficient of minus one by the reflection coefficient of the dielectric boundary

18



Solid curve is multipole model .
Dashed curve is filament model e
24 - Large dot is free space formula . h=b=3a/2
18
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6 -
0 ‘ ‘ : ‘ ‘
0 2 4 6 8 10

Figure 2. Comparison of multipole capacitance calculation and insulated filament solution, when insulation

is resting on perfect ground plane. Also shown is exact cylinder solution without insulation.
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o= L+ > U

2meg = 2meo

14— o — (=b/0)" gn ,
b
el bt ; el G Y
dr o dr ’\ 0
q In ®/p)" gn
= — In (b —
2meg n(b)+ ngl 2meg (b/p)" cos (np) — 27‘(‘60 ; 2meg cos (n¢p)
€4 — €0 b/p
b
€4+ €0 27T€() z:: - cos (ng' )] P <

If the conductivity is important e4 — €4 + i04/w.

4.3 Fit Function

What if we took the fit for the wire resting on the ground (with relatively thin insulation) to be

6= [ln\/(x—he)2 Tty —ny/(e + he)? +y2]

27‘(60

he = \/h% — b2
where the potential vanishes on the the ground plane. On the insulation, z — h = bcos ¢ and y = bsin ¢, we
find potential

b=V = qo ln(h+h

2T _ 0 /C
2meo b ) 90/Co
or

27T'80

Arccosh (h / b)
and charge density (here we take z = h + pcosp and y = psin )

Co =

¢
Dp = €0Ep = —an—p
_ qohe/ (27b) B
~ h+bcosyp g0 = CoVo

We take the electric field in the thin layer to be

Tl

then the voltage drop in the layer is

20



V—Vol(p) =~ aDp (b)
where
27TEQ
=g (b/a)

Inserting the zero order charge density

_ CyVhe/ (27b)

D, (b) =~
o (b) h+bcosp
gives the first order voltage

N V (h+bcosyp)
Vo (p) » h+bcosg+ h.Cy/Cy

and then the first order charge density

VCohe/ (2mb)
(h+ heCo/C2) + bceos p

D, (b) =
Using the identity [17]

1/” de B 1
w )y 1+Acosp /1— A2

gives the first order charge

VCoh,
Vh+hoCo/Co)> —

qzCVzQ/ D,bdyp =
0

Thus the first order capacitance is

/O Wéf:e %)2 ) (b/c}f)z

C= CQ/\/1+C2/ (7T€0)

When h = b this becomes

When A >> b this becomes

1/0%1/02—}—1/00

To improve the fit we allow the relation between the voltage drop in the layer and the charge density
to have one asymmetrical mode

27h
V= Vo (p) = ED;; (b) (1 4+ Az cos )

21



_ VoheCy/Co

~ 1+ A
h+bcos<p( + Az cos )

or

V (h+ bcosp)

Vo (p) = (h+heCo/Co) + (b + heAzCo/Cy) cos ¢

The modified fit is then

_[(Rh/he  LN? (b/h.  As\®
o () (5 2)

where we take

Ay = 0.7(1 — a/b) : — 52 (1 — he/h)

With this fit function we take as an approximation to the total admittance

1/Y =1/ (—iwC)+1/Yy
When the lower half space is electrically dense the second term is small. When h = b this capacitance
becomes

C = Cy/\/(1—A3) {1+ Ay + Co/ (me0)}

€2 — €0

A2 =07(1— a/t) 2

When h >> b this capacitance again becomes

1/0 ~ 1/02 + 1/00
This modified fit allows the wire to continuously approach the interface. The presence of the constant As
accounts for the leading term of asymmetry in the localized capacitance relation between the charge density
and voltage on the insulation surface.

A comparison of the multipole solution, and this fit function are shown in Figure 3 for a wire with
insulation resting on a perfectly conducting (or very electrically dense) ground. Figure 4 shows this
comparison when the insulation is just slightly above the perfectly conducting ground.

When the cable is not resting on the ground the simple fit can be taken as that proposed originally

Figure 5 shows this fit when the cable center height is twice the insulation radius.

22



= 3a/2

Solid curve is multipole model
Large dot is free space formula
24 -| Dash curve is fit h=b
Dot-dash curve is modified fit .
18 7
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€

Figure 3. Comparison of multipole capacitance calculation, fit function, and modified fit function for an

insulated wire resting on a perfect ground plane. Exact cylinder solution without insulation is also shown.
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Solid curve is multipole model
Large dot is free space formula
12.5 Dash curve is fit b = 3a/2
Dot-dash curve is modified fit =~ s
10.0 | g
& 75
o
5.0
2.5
0.0 T T T T T
0 2 4 6 8 10

Figure 4. Comparison of capacitance multipole calculation, fit function, and modified fit function for an

insulated wire slightly above a perfect ground. Exact cylinder solution without insulation is also shown.
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Solid curve is multipole model
Large dot is free space formula
8 Dot-dash curve is simple fit

Figure 5. Comparison of capacitance calculation with multipole model and simple fit for an insulated wire

above a perfect ground. Exact cylinder solution without insulation is also shown.
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5 FILAMENT WIRE ABOVE GROUND

It is instructive to examine the known solution of a filament above ground [3], [4].

5.1 Exact Form for Evaluation of Transmission Line Parameters
The forms used are
. Mo .
Z = —lwg [A+2(Q +iP)]
Y[s

Y = —iw2meg/ [A+ 2 (N +iM))

A=Ky [m1 fiz - k%} Ko {i. [ — k2 /A + aQ]

Ky (—iz) = igHél) (=), —% <arg(z)<m

Im\/kg—k‘%zo

QJriP:/ e 02" cos (Aa) dr
0

Uy + Ug

d\
(ka/ko)” uo + us

ug =\ NP+ k2 — k= —in k2 — k2 —\?
Im/kZ2 — k2 — A% >0

ug = \J N+ k3 — K} = —inJkT — k2 — \?
Im\/k3 — k2 —X*>0

2 2
ko = wpogo

N +iM :/ e="02" cos (\a)
0

ki = whg (64 + i0a/w)
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—ik, =VZY

Note that we replace €4 by €4 + i04/w to introduce the conductivity.

Let us define a “residue” characteristic impedance [3]

V. wpy 9D (kL)

4 ST
¢ 2],5 47 akL
where
D (k)= (1—kj/k5) [KO {—ia\ k3 — k%} - Ko {—i\/4h2 +a2\/kE — k%}]
e 1 k?
2 - L “2u0l cos (Aa) dA
+ /0 {UO Fu Bt ki’uo} e cos (Aa)
or
— Wiy 2
— | D=Z Y
( o ) +kL/
and

oD (kr) : ‘
oh = (—2kr/k) | Ko { —iay/kE — k% § — Ko { —iv/4h? + a2/ k3 — k?
kr . . . .
+k_§ ki — k2 {—zaKl {—zaq/k% - k%} +ivV4h? + K, {—2\/4112 +a?y\/k3 — k%H

> 1
_4k - o 2uoh Aa) d)
L/O k%u;;—i—kiuf cos (\a)

o 1 k2ug + k2u d\
—2kL/ — k2 iuo + K3 4)2 e 2wl cos (\a)
0o |Uotus (kBug + k3up) U4
The propagation constant is found from

D(kp)=0
Rigorous treatments of this equation lead to a fairly complicated set of solutions [5] with two pole
contributions (Figure 6 shows these roots of D (kph) for h = 10 m, f = 10 MHz, ¢,4 = 20, and o4 = 0.01
S/m). It is known that the transmission line approximation yields currents which are near the exact integral
transform solution [18], [19]. Approximations to the transcendental equation such as setting k; — ko in
Z (k) and in Y (kr) have been used to simplify the results and generalize the original Carson treatment of
the problem when the wire is above the ground [4]. In the next section we introduce something similar to
this approximation but we further take the wire height and insulation radius to be electrically small.

Note that the electric field resulting from the filamentary wire current can be written as
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Figure 6. Denominator function D (kph) levels are shown for o4 = 0.01 S/m, .4 =20, a =1 cm, h = 10 m,

and f =10 MHz. Two roots are visible along with distortions arising from the two branch cuts.
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B (kocosby)
E, =— Einc
D (kg cosby) ~*

where [3], [4]

B(ky) = (1 -k /K2) [KO {—i\/(x— h)? —&—yQM} - Ko {_z\/m\/MH

<1 ki (w+h)
2 — —Uol¥ Ay) dA
+ /0 I:UO =+ Uy k8u4 =+ kZUQ] ¢ cos ( y>

and E"¢ is the field incident at the wire center without the wire present (it includes the reflection from
the ground plane). An impedance boundary condition can be used here if it is desired to add an internal
impedance per unit length for the wire [4]. Noting that the Hertz potential along the wire can be found
from this as II, = E./ (k3 — k7 ), and that the singular part of the azimuthal magnetic field about the
wire can be found as the curl of this axial Hertz potential, we find the wire current as the integral of the
magnetic field around the wire [4]

Einc
J— z
~ —iwpyD (ko cosfy) / (2)
This exact form of the filament current will be inverse transformed and compared with the transmission
line solutions.

5.2 Approximation - Complete Transmission Line Model

We take the half space to be electrically dense |k4| >> |k1|, ko and consider the upper half space as
static, such that koh, kph, koa, and kra — 0. Then we have

7= —iwg—o [A+2(Q +iP)]

™

Y = —iw2meg/ [A +2 (N +iM))]

A~lnv4h?/a?2 + 1

dX
A+ uy

(o)
Q+iP =~ / e " cos (\a)
0

d\
(k4/k0)2 A+ Uy

ug AN — k2

N +iM %/ e M cos (\a)
0

The wavenumber is

—ik, =VZY
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Applying the derivative to these approximate forms gives the characteristic impedance as

_ wpgdD (kL) .
Ze = dr Ok ke /Y

Thus the transmission line parameters then approximately become

° dX
7~ —iwk |1n V4ah? /a2 +1+ 2/ e M cos (Aa) ——F—=
27 0 A+ y/A% — 2

2 oo
R ﬂ.wg_o In/4h?/a? + 1+ P/ e " cos (\a) </\ — /A= kg) d)\}
™ 14 J0

Y ~ —iw2meg/ |Iny/4h?/a? + 1+ 2/ e " cos (\a) dX
0 (84/80))\"‘!‘\/)\2—]{52

5.3 Comparison With Semi-Cylindrical Admittance

Let us drop a compared to h, but replace the logarithm by the PEC solution

2 (o]
7~ —iwko Arccosh (h/a) + —2/ e M2 (N — /X2 — k2 ) dA
2 k4 0

Y ~ —iw2meq/ | Arccosh (h/a) + 2/ o—A2h d\

0 (E4/€o)>\+\/)\27ki

where the impedance is Carson’s result [1]. Let us define

du

—iw2meg /Yy = 2/ e
/ 0 (ka/ko)” u+ \/u2 — 4k2Zh?
We compare this with twice the insulated antenna formula [2] (Sunde indicates that this is a reasonable

approximation. It is the admittance to a semi-cylinder.)

HSY (k)

(ka/ko)? kahH™Y (kyh)
Figures 7, 8, and 9 show comparisons for real ks (low conductivity). This approximation seems to work
fairly well when k4h < 0.5.

—iwdneg /Yy ~ 2

Figures 10 and 11 show comparisons for 45° k4 (high conductivity). The relative agreement is not
as good in these cases, however, the conductivity must be fairly high in these case to dominate over
the permittivity and thus the contribution from the Y, tends to decrease relative to the wire insulation
contribution.
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Figure 7. Comparison of normalized ground admittance for dense ground, using complete transmission line

formulas and one half insulated antenna ground admittance for (ky/ko)* = 5.
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Figure 8. Comparison of normalized ground admittance for dense ground, using complete transmission line

formulas and one half insulated antenna ground admittance for (ks/ko)* = 10.
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Figure 9. Comparison of normalized ground admittance for dense ground, using complete transmission line

formulas and one half insulated antenna ground admittance for (ks/ko)> = 20.
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Figure 10. Comparison of normalized ground admittance for dense ground, using complete transmission line

formulas and one half insulated antenna ground admittance for (k4 /ko)> = i20.
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Figure 11. Comparison of normalized ground admittance for dense ground, using complete transmission line

formulas and one half insulated antenna ground admittance for (ks /ko)> = i40.
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6 BURIED IMAGE IN GROUND PLANE

Because Sunde’s suggestion of taking half the ground admittance seems to work (at least when the
ground permittivity was dominant) we now consider how the insulated antenna makes the transition as
it approaches the ground plane. Treating the ground as electrically dense we can take the approximate
boundary condition as

E,(z=0)~0
Adding an image to the primary potential of the current filament gives the potential as the solution of

(V2 + k7)) A = —po .
or with h < 0

A, ~ %NOM‘W {ng (54 (+h)’ + y2> +HY (54 (x—h)’ + yQ)] , £<0

~ iuoleik” [Hél) <k4\/(x +h)?+ y2> +HY <k;4\/(x —h)*+ y?ﬂ ,2<0

where we have ignored k; compared to k4. The scalar potential is

ipg (weqg +io4) ¢ = 5 1k A,
The transverse field is then
Et = _vt¢
The voltage on the insulation can thus be taken as
V= qb (ha b)

~ iuofe”“z [H(gl) (k4b) + H(gl) (kz;;\/W)]

The current leaving the insulation is (here we take x = h + pcosp and y = psin )

27
I = / (04 —iweq) E,bde
0

~ i pioIe* e (o4 — iwes) 2mkabHY (Kyb)
The admittance per unit length is thus
Vi = L)V ~ —iw2n (eq + ios Jw) kabHD (ksb) ) [HSY (kab) + HY (k4\/4h2 + bQ)}

Thus when h — 0 we end up with half the admittance just as Sunde suggested. This formula gives an
estimate for the transition as the wire approaches the interface from below; the important parameter is
2k4h.
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7 SUMMARY OF TRANSMISSION LINE PARAMETERS

The summary of the above investigation is now assembled. The impedance is found by means of

Z=07y+ Zo+ Z4
where

Zo = —iwg—;;Arccosh(h/b) Jh>b
=0,h<d
Zy = —iwg—; In(b/a)
Zy ~ —iwpgHY (kah) / [27rk4hH1<1> (k4h)] L h>b
~ —iwpgHSY (kab) / {2wk4bH{” (m)} L h<b

k3 = wpg (weyg +i04)
and the admittance is found by means of

1Y =1/Y. +1/Y,
Y, = —iwC,

h/he  1\° (b/he A2>2
1 C(i ~ + - - + -~ ) h‘ Z b
/ \/< Co C2> Co (o

%1/02, h < —b

Ay =0.7(1 — a/b) ?
2

2o (1 —he/h)

27T€()
=—————— h>b
Co Arccosh (h/b) " —

Co = 2mes/1In(b/a)
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Yy~ —im (weg + iog) kahH" (kyh) JHSY (kgh) , b > b

~ —i27 (wey +i04) kabHY (kad) / [H(()l) (kab) + HY (k4\/4h2 + b2)] L h<—b
The admittance in the range of incomplete burial —b < h < b is not considered here.

8 INCIDENT PLANE WAVE

The coupling to the transmission line mode from an incident plane wave is now considered. This is the
same calculation as carried out previously [6], [7]. The transmission line equations are

dv

=_7I Einc
dz T

Eliminating the voltage gives

d2 2 inc

<@ + kJL) I=-YFE,

Let us take the incident plane wave to be polarized in the plane containing the wire and the ground surface
with incidence angle 6y with respect to the z axis as shown in Figure 12. Thus the incident magnetic field is

1 . . . . . .
—E (UJ) [elzko cos 0p—ixkg sin Oy + RHelzko cos Op+ixkg sin 90] x> 0

Hinc —
Y o

: 1 ; O —imn T2 — 12 cos2
Hz]nc: iy (w)THezzkoco::GO ix/ ki —k§ cos 90,1}<0

0
where Ry is the reflection coefficient from the interface and Ty is the transmission coefficient. Matching
continuity of tangential electric and magnetic field components gives [20]

1 qu’I’LC

Einc _ : - F (w) sin 90 [eizko cos 0g—ixkosinfo RHeizko cos Og+ixkg sin 90]
—iweg Ox

. 2 9

mc —
Ei’nc - 1 Hy o \/(k4/k0) cos 90 E (w) T eizko cos Qofi:v\/szkg cos? g
S o2) 0 3 H

1 (weyqg + 104 x (k4/k0)

and

1+ Ry =Tx

\/(k4/k0)2 — cos? fg

1— Ry =
m (ka/ko)sinby
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Figure 12. Incident angle of plane wave field. Magnetic field is taken parallel to the ground interface and

perpendicular to the wire.

Adding yields

2 (k4/k0)2 sin 90
Ty =
(k4/]€())2 sin 6 + \/(k4/]€0)2 — cos2 0y
and
(k4/k0)2 sin 9(] — \/(k4//€())2 — COS2 9()
H =

(k4/ko)? sin By + \/(k4/k0)2 —cos2 0,

When h > 0 we have the field along the wire

Einc - B (w) sin 90 [efihko sinfg RHeihko sin 90] eizko cosfp _ Aoeizko cos Og
z
When h < 0 we have the field along the wire

2 _ oos2
Einc - E (w) \/(k4/k0) cos 00 THeizko cos 0o —ih/k3—k3 cos? 0o __ A4eizko cos Og
: (ka/ko)’
The general solution of the transmission line equation
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d? .
@ + k%) J = _YAnezzkg cos 0

is found as homogeneous plus particular solutions

YAneizko cos 0y
k% — k3 cos? 0y
For the infinite wire we drop the homogeneous terms (since these would blow up at £o0)

I = cleik:Lz + 02€7ik:Lz o

YA eizko cos 0o
n

R —
k% — kg cos? 0y

8.1 Zero Frequency Limit For Numerical Transform

The limit w — 0 is now examined since it is more convenient to handle the low frequency piece of the
transform integrals separately. The expansions are

ky ~ \iwpgos = (1 + 1) \/wpgoa/2 = (14 14) /04
(ka/ko) ~ VVioa/ (weo)

04 =2/ (wpyo4)

v — Y.Y,
Y. +Y,
Y., = —iwC,

o[22 fn (i) )]
Yy~ —i204/ {1 + z% {hl (%k4b> +’yH ,h<—b
Y ~ —iwC,

Z=Z.+ 7,

Z, = —iw/;—; {In (b/a) + Arccosh (h/b)} , h > b

- fiwg—; In(b/a) , h < b
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= —iwg—; In (2hess/a)

1 2 1
Ly ~ Zwuo {1 + z; {ln (§k4h> —|—’y}] ,h>b
1 2 1 T
1 2 1 T N
4wuoz7r {ln <2k4h) + v 22} ,h>b
1
~ iw,uog—o In (ie”h\/—iwuoml) ,h>b
T

1
~ iwuog—;)_ In (56”6\/—%#004) ,h<b

Fo Ahess h>b

Z o —ihoy [ 2err
“or n(e”ha\/—iwuoml) T

o iy (s Lh<b
evba

2m VWO 4

dhyys
K2 =—ZY waCeg—Oln (—”) L h>b
™

evhay/—iwpyo

~w?o B0y, (M—”) Jh<b
2

evbar/—1wiyoa

(k4/k0) sin 90 —1

Ra ~ (ka/ko) sin 0 + 1

2

Nl—
(k4/k0) Sin90 +1

~1—2+/wegy/ (ic4) csc by

2 (k4/ko) sin 90

Trr ~
B (ka Jko) sin 6 + 1

2

~ 2 —
(ka/ko) sin O + 1

~ 2 —2+/weg/ (io4) csc by

2

Ag ~ E(w)sinfy (1 — Ry) ~ E(0) (ia o) sinfo 1 sin 0y
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~2F (0) (JJ&“Q/ (i04)

2 (k’4/k’0) sin@o e*ihk4
(k4/]€()) (k4/]€()) sin(% +1

Ay ~ E(0)
~2F (0) UJE(]/ (iO’4)

7 Y Ao —iwCe2F (0) \/—iweg /04 b b

_ ~—
k%2 — k2 cos26
L 0 0 207 Ko dhesy 2 2
w?Ce52 In ha/ oo w? peq cos? Oy

Yh
e _C,2E (0) /2904 .
1/—’[:0.} _Cey,o n( 4heff ’ o

7) + pogo cos? b

evThay/—iwpgo4

2

1 ~C.2E(0) /2004 e

V—iw dhey
—CetIn | ——A~L— gg cos?
€2m evba/—iwpgos + Hogo 0
1 C1 1 C1

—iw —CeheIn (co/—iw) V5 —C. B2 1n (c21/5)
c1 = CGQE (0) \/80/0’4

TRAYROTH paneo/Coreost 0y >

2T T dhesy

_ TN ortepjeot0
dheyy
We have

The current in the time domain is

I(t)= = /OO e (w) dw

2r J_

1 oo

:% .

cos (wt) I (w) dw — 2L / sin (wt) T (w) dw
T J -
Then
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oo

I() = % /O " cos (wt) Re{](w)}dw%—% /O sin (wt) Tm {7 (w)} dov

1 c1/2 1 c1/2
[I (w) +I(_w)] ~ m 7062%07_ In <C2M) \/_ 2—0 In (02\/_)

Re{l(w)} =

N —

1 [ In (coy/w) — /4 ]
C.52) {ln (coy/w) + w2 /42}

miT(w :1 W) — T (=) ~ 1 c1/2 1 c1/2
) =5 () =l e e B (V) Vo Gl (i)

. ¢ l In (cz\/@) + /4 ]
V2w (—=Ceb2) | {In? (cay/w) + 72/42}

Thus the real part gives

c1 R In (coy/w) — /4 dw
1 |

C.tn {In? (cav/@) + 72/42} | Voo

1" -
;/0 cos (wt) Re {I (w)} dw ~ T2 (-C.Le v

1o (VR n(u)—n/4
™ (- C’(:ﬁ)/o {ln +7T2/42}du

and the imaginary part gives

1> 1 crt R In (cov/w) + /4
77/0 sin (wt) Im {1 (w) } dw ~ el Cpﬁ)/o [{IHQ(CQﬁ)+W2/42}‘| Vwdw

du

1432 /d /“ﬁ In(u)+ /4,
( CJ) 0 {1n —|—7r2/42}

9 BELL LABS EMP WAVEFORM

The Bell Labs electromagnetic pulse waveform will be taken as excitation of the transmission line. A
double exponential characterization of the waveform is [11]

E(t)=FEy (e ™ - e_ﬁt) u (t)
where

Ey =525 kV/m

a=4x10°s!
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=476 x 108 57!
The peak amplitude is 50 kV/m, with a 10% to 90% rise time of 4.15 ns, and a fall time from peak to 50%
of peak of 175 ns. The spectrum is

E(w) = /7 T B () et = v _E(;c(df (% ‘i)iw)

The double exponential waveform has a discontinuity in slope at w = 0 which artificially enhances the
high frequencies. It is sometimes more convenient to use a fit without this discontinuity

deat
E(t) = Bor— iy

The choice of parameters which fit the peak amplitude and the rise and fall times of the Bell Labs waveform
are [21]

a=10.3 x 108571
f=10.34 x 10% s7!

d =1.160227115 x 10~°

t, =20 ns
The corresponding spectrum is
T 6(a+iw)tp

Ew) = EOdB sin [(a + iw) 7/ ]

10 SIMULATION RESULTS

The parameters we take on the simulations [§]
Erq = 84/50 =20
o4 =0.01 S/m

g0 = 8.854 x 1072 F/m
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o =41 x 1077 H/m
and as an example

Erg = 82/80 =3

a=1cm

b=2cm
For the wire above the ground we use [7]

h=10m
on the ground we use

h="b

and below the ground we use as an example

h=-3m

The results for the time domain current are shown in Figure 13. The angles of incidence are near the value
which produces the maximum current peak. When the wire is high above the ground the peak current level
is achieved near grazing incidence (fy — 0). When the wire is resting on the ground, normal incidence
(0o — m/2) gives near the peak level (green curve). When the wire is buried, normal incidence yields
the peak level (g = 7/2). If the insulation is removed (g2 — 1) then the current peak is larger in the
overhead case (blue curve) because of the slightly small value of k;, and resulting near cancellation of the
denominator of the current formula near grazing.

10.1 Comparison of Exact Filament Current and Transmission Line Current

The inverse transform of the exact filament current was also carried out for the filament (without
insulation) above the ground. Figure 14 shows the case with o4 = 0.01 S/m. These two curves close to the
results reported by Tesche [18].

Figure 15 shows the case with o4 = 0.1 S/m.

Finally Figure 16 shows the case with o4 = 0.001 S/m

There is some error for the small conductivity cases, but the transmission line clearly yields a useful
approximation.

11 APPROXIMATE TRANSFORM

We use the decaying exponential in this section with transform
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£, =1,h=10m, thetaO = pi/28 -
X = h =10 m, thetaO=pi/22

=—O=h = b, thetaO=pi/4
—@— h = -3 m, thetaO=pi/2

€o =3 b=2cm
g4 = 20 a=1cm

6, =0.01S/m

-
Bell Labs Inverse Exponential Waveform
e ———
0 T T T T T
100 300 500 700 900
t(ns)

Figure 13. Transmission line model for time domain current. The blue curve is the case where the wire does

not have insulation and is above ground (the incident angle was adjusted for maximum peak level, which
occurs near the grazing angle). The black curve is the insulated wire (again the incident angle gives peak
current). The black curve with open circles is the case where the wire is resting on the ground (again the
indicent angle gives peak current, however the current in this case is insensitive to incident angle as shown by
the normally incident green result). The black curve with closed circles is the buried case (normal incidence
results in the maximimum current, but again the curve is insensitive to incident angle).
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= Transmission line model
—8— Exact filament solution
6 €p =1 6, = 1/28
gy =20 a=1cm
— 6,=0.01S/m h=10m
<< , |
54
2
Bell Labs Inverse Exponential Waveform
0 T
100 300 500 700 900
t(ns)

Figure 14. Comparison of exact filament result and transmission line result for the wire without insulation

above ground near the grazing incidence angle. The ground conductivity in this case was o4 = 0.01 S/m.
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= Transmission line model
—e— [Exact filament solution
8-
0, = n/58
8 3
6" r2 a=1cm
g € = 20 h=10m
= 6,=0.1S/m
4]
o
Bell Labs Inverse Exponential Waveform
0 T T T T T
100 300 500 700 900
t(ns)

Figure 15. Comparison of exact filament result and transmission line result for the wire without insulation

above ground near the grazing incidence angle. The ground conductivity in this case was o4 = 0.1 S/m.
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= Transmission line model
—e— [Exact filament solution
6 ] —
0y = /16
a=1cm
—_ _ h=10m
$a- € =1
- €4 =20
6, =0.001 S/m
2
Bell Labs Inverse Exponential Waveform
0 T T T T T
100 300 500 700 900
t(ns)

Figure 16. Comparison of exact filament result and transmission line result for the wire without insulation

above ground near the grazing incidence angle. The ground conductivity in this case was o4 = 0.001 S/m.
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E (w) = Ey/ (a — iw)
where Ey = 50 kV/m and o = 4 x 10° s7!. The case where the insulation radius h or b is electrically thin
koh, keb << 1 (where ko = w,/l1p€2) can be inverse transformed approximately.

Z=Z.+2,
Zo = —twlL, = sL,
Le= Lo+ Lo
Ly = ‘;—g In (b/a)

)
Ly = o Arccosh (h/b)

Zym~ —iwE0qn (B o gBo gy (2R g sy
S n( —iksh > “on n( —iksh )T

~ —iwho _ gHo h<b
Wor n( “ikeab ) Sor n( kb )0

(note here that the numerical curves remain the essentially the same regardless of whether Sunde’s
logarithmic approximation, Vance’s Hankel function approximation, or Carson’s integral formula are used
for the ground impedance)

ks = \Jwpg (wea +i0a) = \/—spg (04 + se4)

ko = /w2pgg0 = \/—8pgse0

YA eizko cos 0
n

[=_ 1A
k% — k2 cos? 6y

v — Y. Yy
Y. +Y,

Y, = —iwC, = sC,

_ 1 —iksh 1 —iksh
Yy~ — In| —— | = In [ ————— >
1~ (04 —iwey) T/ n( T ) (04 + seq) 7/ n( T ) ,h>b
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~ (04 —iwey) 21/ [ln < "

= (04 + se4) 21/ [ln ( kb

—ikg /b2 + 402

1—Zk’4b) ‘ln 1 —iky /b2 + 4h2
—iksV/b2% + 4h2

_ g _ 4 2 2
1 m4b>+ln<1 iky /D2 £ 4R )] e

(note here that the numerical curves remain essentially the same if the ground admittance is ignored when

the insulation around the wire is sufficiently thick)
ki =-2Y

AO =B (S) sin 90 [e—ihk‘o sinfg RHeihko sin 90]

(ka/o)? sin B — \/ (ks /ko)? — cos?
H =
(ka/ko)? sin o + \/ (ks /ko)? — cos?

YA eizko cos 0
n

I(s)= —n
(5) ZY + k3 cos? 0y

Aneizko cos g
 Z+ (K3)Y) cos? 6y

If we assume that koh << 1

Ay ~ E(s)sinby [1 — Ry]

2\/(k4/k())2 — COS2 90

1-Rpg=

(k4/k0)2 sin 0y + \/(k4/ko)2 — cos? 0
If we assume kq/kg >> 1

(k4/l€0) sin 9() -1

Rt~ e T sin o 1

2
(k4/ko) sin 90 +1

1— Ry ~

The inverse transform has the form

Now at z =0
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1 [T sinfy[l — Ry
I(t) ~— E(s)e™d
O~ 5 [ 75 et B

1 fetieo sin 6, 2

E st
2m c—100 Z + (k(%/y) C082 9() (k4/l€()) sin 90 —+ 1 (S) € dS

Z =Z.~+ Zy

1Y =1/Y. +1)Y,

o~k [ sindy
270 Jo—ine Ze+ (K3/Ye)cos2 00 + Zy + (k3/Y4) cos? 0y

2 st
(iaho)singe 110 ()7 ds
1 /C*m sin 0y
270 Joriso Ze/s +{(K§/s%) [ (Ye/s)} cos? 0o + Za/s + {(k3/s?) / (Ya/s)} cos? 0o
2 st ds
(kj4/l€0) sinfy + 1 (8) € S
Let us write this as
o~ [ sy
270 Jo—ioo Ze/s +{(K3/5%) [ (Ye/s)} cos? 0o + Za/s +{(k5/s?) / (Ya/s)} cos? b
2/\/g st dS

Talh)sinfo 12 8" 75

The source factor is taken as the transform

1 c+ico ds 1 c+ioco ds
Ei t) = — E st 77 E st__ "
( ) 2mi ~/cvfioo (S) ¢ \/g 0 2mi c—100 ¢ (S + Oé) \/g

where F' is Dawson’s integral [22]

2 2
z 1 z 1 z
F(2) 26_22/ Nd = —e_zz/ e“—du —/ e‘“idu
2 2 /o

0 0 Vu
The small and large argument forms of this function are

(—2z2) (—222)2

F =
() =2 13 135

1+
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9 || wemmmm Dawson integral

8 || =mmmmee Right Side of Luke's expression
7] e Left side of Luke's expression f
Combination of asymptotic series and right side| ¢

F(x)

0.1

T T st T
10-1.0 2 3 4 5 67 8100.0 2 3 4 5 67 8101.0

X

Figure 17. Comparisons of Dawson integral function with simple fit functions and combination of simple fit

function and asymptotic approximation.

1 1 1-3
g Mraatgup T s>
Also we can write [23]
105 — 1022 45 — 21022 224
05— 10z <F(z)/z<95 0z% + 32z

105 + 6022 4 1224 945 4 42022 + 6024
We can use, say, the asymptotic form (with three terms) for z > 1.6009476 (the intersection point) and the

right side of the preceding expression for z < 1.6009476 as shown as the grey curve in Figure 17.

The impedance factor is taken as

Y—e/S:Ce

Ze/s = Le

2.2
ky/s® = —pogo

—iky = \/—iwuo (—iwey +04) = \/5/10 (04 + se4)
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0'4/8—|-84
€0

1+ hy/spug (04 + seq)

spig (04 + sea)

1 +h\/su0 04+ se4)

St (04 + 521)

ka/ko =

Zy)s = g-;;m

Yi/s = (04/s+¢e4)m/In

The key step in the approximation is to replace 1/s in the impedance and reflection factors by an
average [24]

1 c+ioo c+i0o
(1/s) = / 732 (s4+a) " ettds) — / sV (s+a) " etds
¢ 2m J,

2i oo —ico
t
- [ r@ar/r
0
where we can write this ratio as
/ f(r l 2 —1| = l
o |7 VATt a

7‘ 1+4at+ at — 0
— —
15 ’

1 t
_t)/o Fr)dr~ 2t —1/(at) +--] , at — oo

However in the overhead case we simplify further by taking (actually the presence of a finite Y; only has
an impact in the cases where the wire is resting on the ground or below ground when the insulation of the
wire is much thinner than taken in this report)

|

The expansions are

Y4 — o0
and thus

Zy/s =~ ﬂln 1 (/)
/ o + ha/tto (04 (1/s) + €4)

(1/s)

—RH S =
(1 )/\/_ \/(O’4<1/8>+84)/€osin90+1

sin 0
L. — (/LOE-I()/C )COS 9()+Z4/8

1(t) ~ (1= Ru) /s

o4



2
Eo—=F (V)
0 /ma “
This approximation yields the dashed curves in the Figures. The incident angles shown give maximum
current peaks.

11.1 Below Ground Case
The below ground case is addressed by inserting the factor

e~ iVETRE 000, pmihks — oy [h stig (04 + 354)}
into the integrand (here h < 0). We can limit consideration to normal incidence since this is typically the
maximum

ctioco h Sp, (a'4+554)7\/5,u—0'4
1 / 1 2e {V 0 0 }eh\/WE(S)CStﬁ

I(t) ~ —
( ) 2m1 c—ioo L2+Z4/S w/(0'4+884> /50+\/§ \/5
E : /Cﬂoo 1 th{ v SHO(U4+SE4)_‘/%_J4} st—/57 ds
~ b € —_—
omi e—ico Lo+ Zs/s V(o4 + seq) [eo + /s (s +a)+/s

where

T =h2 o4
We now use a simple average value (1/s) — 2t in the impedance and reflection coefficient factors (this is
the late time limit of the average in the previous section). Of course it would be more consistent to use
the average defined in the previous section with the addition of the added exponential term. The ground
admittance Y, can also be added if very thin wire insulations are considered. Then

1(t)

1 2eh{\/su0(a4+ss4)7m} 1 /chioo ds

~ EO_. €St7\/§—
Ly+Zs/s \[(o4+ se4q) Je0 + /5 270 Jo—ioo (s+a)+/s

We factor

s—il—a:i2\1/5 <\/§—12\/a\/§+12\/a)

Using an identity from [22] gives

I(t)~ 1 2 <1/s>eh{\/”0(04<1/3>+54)*\/N004<1/3>}/(1/8)

T Lo+ Zs/s V(o4 (1/s) +e4) [eo+ 1 Eo

at

e\;a Im {ei erte (%\/T_/t - Z\@ﬂ

where
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Bell Labs Inverse Exponential Waveform

g, =1,h=10m, thetal = pi/28 "
= h =10 m, thetaO=pi/22
""" —O==h = b, thetaO=pi/4
—&— h =-3 m, thetaO=pi/2
6 -
; €p=3 b=2cm
| Dashed curves are g4 =20 a=1cm
— averaging approximatio _
é4 . i| with fall exponential 0, =0.01S/m
5| >
0 g T T T T T
100 300 500 700 900
t(ns)

Figure 18. Comparison of transmission line results with averaging approximation to inverse Laplace transform

of transmission line results (dashed curves) for o4 = 0.01 S/m.

Z4/s%@1n 1+ ({1/)

2m h/1o (04 (1/s) + 4)
Note that various approximations are available for the error function with complex arguments [25].

11.2 Results

The main error at early time in Figures 18, 19, and 20 is caused by the fact that the causal delay time
for the incident wave (both the start of the inverse exponential and the underground propagation) was not
included in the approximation (this could have been directly taken into account by extracting an exponential
factor in the transform for high frequencies and including it in the kernel as a time shift). This shift can
be taken into account on all approximate curves by simply delaying the start of the approximate waveform
by the appropriate amount (say, twenty nanoseconds for the inverse exponential and the appropriate high
frequency propagation delay time)

At 7~ 20 ns — hsinfy/c, h >0

~ 20 ns — h/gra/c, h <0, 0g = /2
where ¢ ~ 3 x 10® m/s is the vacuum velocity of light. This modification would improve the early time
accuracy of all approximate curves as shown in figure 21, 22, and 23.
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Bell Labs Inverse Exponential Waveform

g, =1,h=10m, thetal = pi/58 -
= h =10 m, thetaO=pi/34
=O== h = b, thetaO=pi/8

8 —e— h = -3 m, thetaO=pi/2
gp =3 b=2cm
6 €, =20 a=1cm
< 6,=0.1S/m
47 Dashed curves are .
averaging approximation N\ .
with fall exponential T~ Tt
2 B -___...--.---------n.....__
0 e : = —— e N
100 300 500 700 900
t(ns)

Figure 19. Comparison of transmission line results with averaging approximation to inverse Laplace transform

of transmission line results (dashed curves) for o4 = 0.1 S/m.
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Bell Labs Inverse Exponential Waveform

€, =1,h=10m, thetal = pi/16 -
= h =10 m, thetaO=pi/14
=== h = b, thetaO=pi/3
—o— h = -3 m, thetaO=pi/2
64 [T -
b=2cm &,=3
a=1cm €y = 20
< | e, =0.001 8/m
é4 1 1 ST TN e
averaging approximation temm—
with fall exponential
2
0
100 300 500 700 900
t(ns)

Figure 20. Comparison of transmission line results with averaging approximation to inverse Laplace transform

of transmission line results (dashed curves) for o4 = 0.001 S/m.
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Bell Labs Inverse Exponential Waveform

g, =1,h=10m, thetal = pi/28 -
= h =10 m, thetaO=pi/22
=O== h = b, thetaO=pi/4
—e— h = -3 m, thetaO=pi/2

6
; €p=3 b=2cm
‘Dashed curves are . €4=20 a=1cm
= ; averaging approximatioq ... =
:55/4 a : with fall exponential 04 0.01 S/m
2 -
0 Ca T T T T T

0 200 400 600 800 1000

t(ns)

Figure 21. Comparison of transmission line results with averaging approximation to inverse Laplace transform

of transmission line results (dashed curves) which have been shifted in time for o4 = 0.01 S/m.
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Bell Labs Inverse Exponential Waveform

g, =1,h=10m, thetal = pi/58 -
= h =10 m, thetaO=pi/34
=O== h = b, thetaO=pi/8
817 —e— h =-3m, thetaO=pi/2
€p =3 b=2cm
AG* €, =20 a=1cm
< c,=0.1S/m
47 Dashed curves are ™\ .
averaging approximation T
with fall exponential ~ ~_ e,
2 B -_.,.--.---nuu.........
0 . — == = T
0 200 400 600 800 1000
t(ns)

Figure 22. Comparison of transmission line results with averaging approximation to inverse Laplace transform

of transmission line results (dashed curves) which have been shifted in time for o4 = 0.1 S/m.
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Bell Labs Inverse Exponential Waveform

= h =10 m, thetaO=pi/14
=== h = b, thetaO=pi/3
—o— h = -3 m, thetaO=pi/2
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:5-/4 N . T T S 64 = 0001 S m
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with fall exponential

2

Figure 23. Comparison of transmission line results with averaging approximation to inverse Laplace transform

of transmission line results (dashed curves) which have been shifted in time for o4 = 0.001 S/m.
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12 SEMI-INFINITE LINE

The case where the line is semi-infinite is of interest in driving facilities. There is in general a drive
from the incident field along the downward leg of the line (for example at grazing incidence) which typically
reduces the current somewhat [12]. This contribution will not be included here because it is influenced by
the termination details (angle of termination, whether a conduit is present). In this section we simply add
the homogeneous solution of the transmission line current propagating in the backward direction

YAneizk:o cos 0o
k2 — k2 cos? 6,
In the short circuit case, from the transmission line equation the derivative of the current at z = 0 must
vanish. Thus ¢y is determined and the value of the short circuit current at the end is

Isc:_

YA, <1 N ko cos 90> . —AYEg
k% — k3 cos? 6y kr " kp — ko cosfy

Because, in the overhead case we expect, near the grazing incidence peak, to have kr be near kg cos 6y, we
anticipate a near doubling of the short circuit current over the infinite line current. Figure 24 shows the
transmission line results for the infinite line current, the semi-infinite short circuit current, and one half the
short circuit current (which aligns with the infinite line current in the overhead cases) for o4 = 0.01 S/m.
Thus the doubling of the current occurs in the overhead cases but not when resting on the ground (which
has a peak off normal incidence as noted in the figure, but is only slightly above the infinite line current.
The below ground short circuit current was not plotted but is expected to be the same as the infinite line
current.

When the semi-infinite line is open circuited we find the homogeneous solution coefficient co to make
the current vanish at z = 0. The open circuit voltage is then found to be

iAn
Voo = 7——F———F =21,
o¢ kL — k() COS 90 erse
The source impedance is the characteristic impedance. When h > 0

Zo=\/Z]Y ~ LS‘LTZ‘MS
e

where we have taken Y, — oo and

(1/s)

Ho
Zy/s~—In |1+
2 h/1o (04 (1/s) + €4)
When h <0
ZC _ L2+Z4/8
\ Cs
where
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Bell Labs Inverse Exponential Waveform

Dashed curves short circuit current of semi-infinite line

2.5

Dot-dashed curves one half short circuit current of semi-infinite line

h =10 m, thetaO=pi/22
=O== h = b, thetaO=pi/4
—&— h = -3 m, thetaO=pi/2

; €,=3 b=2cm
b e =20 a=1cm
ie,=1,h=10m, thetal = pi/28™.,_ r4
: v ~. 06,=0.01S/m

0.0

Figure 24. Comparison of transmission line results for infinite line currents (solid curves), semi-infinite short

circuit currents (dashed curves), and one half the short circuit current (dot-dashed curves). The semi-infinite
currents for the buried case were not plotted.
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Bell Labs Inverse Exponential Waveform

= h =10 m, thetaO=pi/22
=== h = b, thetaO=pi/4
—&— h = -3 m, thetaO=pi/2
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S €4 =20 a=1cm
=3 6,=0.01 S/m

83
>

Dashed curves are averaging approximation

® ®

100 300 500 700 900
t(ns)

Figure 25. Open circuit voltage transmission line model results. Solid curves from inverse transform. Dashed

curves are short circuit current multiplied by the time averaged approximation for impedance.

(1/5)
b/1i0 @ (1/5) T c2)

Z4/s%g—7(;ln 1+

We can use the late time approximation

(1/s) — 2t
in these expressions. Figure 25 shows the open circuit voltage using the transmission line model (solid
curves). The dashed curves are the short circuit current times the approximate impedance using this
average value of 1/s. If the Dawson integral average is used the approximate above ground results are
even closer to the solid curves. The causal time shift At can also be applied to the impedance (and makes
physical sense) but it makes little difference in these voltage results because of the smoothness of the
impedance function.

Figure 26 shows a comparison of the ratio of V. to I, to the time averaged characteristic impedance
(again 2t is used for the average of the inverse of s). In this plot the causal time shift At was added to the
impedance.

13 CONCLUSIONS

The current on a long insulated wire excited by an electromagnetic pulse is determined when the
wire is above the ground, resting on the ground, and buried. The Bell Laboratories electromagnetic pulse
waveform is used for excitation.
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Bell Labs Inverse Exponential Waveform

Dashed curves are averaging approximation

500 €,=1,h=10m, thetaO = pi/28\.
400 |
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N —
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Figure 26. Ratio of open circuit voltage to short circuit current (solid curves) compared to time averaged

characteristic impedance, which has been shifted in time by causal time shift (dashed curves).
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The transmission line approximation is used to find the current. Wait’s filament over ground solution

is also used to benchmark the accuracy of the transmission line model. Approximate impedance per unit
length and admittance per unit length formulas are considered and implemented. Finally, the inverse
transform for the current is approximated by an averaging method to yield closed form results for the
current on the wire.

It is shown that the semi-infinite line, short circuit current, approximately doubles over the infinite

line current in the overhead cases (we have not included excitations of the vertical conductors in this

calculation).
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